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2014 B06 01/01/2017 31/12/2017Denbigh

Drinking Water Compliance Summary

Colour Pt/Co mg/l 37 3.301.4173 20.00 100.00   

Odour Dilution number 37 0.000.00 0.00 100.00   

Taste Dilution number 19 0.000.00 0.00 100.00   

Hydrogen Ion  Lower Minimum pH Unit 19 8.407.6053 6.50 100.00   

Hydrogen ion - Upper maximum pH units 19 8.407.6053 9.50 100.00   

Sulphate mg/l 8 80.0059.0375 250.00 100.00   

Nitrite  (mg/l NO2) mg/l 8 0.01310.0131 0.50 100.00   

Sodium mg/l 8 7.506.8875 200.00 100.00   

Nitrate   (mg/l NO3) mg/l 8 3.49652.6833 50.00 100.00   

Ammonium mg/l 37 0.02450.0055 0.50 100.00   

Aluminium ug/l 36 44.0026.6667 200.00 100.00   

TOTAL IRON UG/L ug/l 19 99.0037.7737 200.00 100.00   

Manganese ug/l 37 21.006.9243 50.00 100.00   

Copper mg/l 8 0.00490.0028 2.00 100.00   

Phosphorus ug/l 8 1200.00948.75 2200.00 100.00   

Fluoride mg/l 8 0.0310.031 1.50 100.00   

Arsenic ug/l 8 0.110.085 10.00 100.00   

Cadmium ug/l 8 0.020.0125 5.00 100.00   

Cyanide ug/l 8 0.910.5013 50.00 100.00   

Chromium ug/l 8 0.210.1475 50.00 100.00   

Mercury ug/l 8 0.020.02 1000.00 100.00   

Nickel ug/l 8 2.501.3475 20.00 100.00   

Lead ug/l 8 0.160.0725 10.00 100.00   

Antimony ug/l 8 0.040.0275 5.00 100.00   

Selenium ug/l 8 0.120.1075 10.00 100.00   

Enterococci /100ml 8 0.000.00 0.00 100.00   

Turbidity Turbidity units 19 0.380.1405 4.00 100.00   

Total Coliforms /100ml 86 0.000.00 0.00 100.00   

Faecal Coliforms /100ml 91 0.000.00 0.00 100.00   

Temperature Degrees C 86 19.7012.4593 25.00 100.00   

Conductivity us/cm 19 220.00199.4737 2500.00 100.00   

Chloride mg/l 8 11.0010.125 250.00 100.00   

Boron mg/l 8 0.0120.0115 1.00 100.00   

Benzo (a) Pyrene ug/l 8 0.00080.0008 0.01 100.00   

Tetrachloromethane ug/l 8 0.0410.0354 3.00 100.00   

Trichloroethene ug/l 8 0.0410.0329 10.00 100.00   

Tetrachloroethene ug/l 8 0.0550.03 10.00 100.00   

Bromate ug/l 8 0.100.10 10.00 100.00   

Benzene ug/l 8 0.0290.0228 1.00 100.00   

1,2 Dichloroethane ug/l 8 0.0540.0521 3.00 100.00   

Pesticides :

Aldrin ug/l 8 0.00390.0039 0.03 100.00   

Dieldrin ug/l 8 0.00390.0039 0.03 100.00   

Heptachlor ug/l 8 0.00510.0051 0.03 100.00   

Heptachlor Epoxide ug/l 8 0.00760.0076 0.03 100.00   

Mecoprop ug/l 8 0.00260.0026 0.10 100.00   

2-4,D ug/l 8 0.00420.0042 0.10 100.00   

MCPA ug/l 8 0.0110.0055 0.10 100.00   

Asulam ug/l 8 0.00260.0026 0.10 100.00   

Glyphosate ug/l 8 0.0020.002 0.10 100.00   

*Total Pesticides ug/l 8 0.010.003 0.50 100.00
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Drinking Water Compliance Summary

Polycyclic aromatic hydrocarbons :

Benzo 1,12 perylene ug/l 8 0.00250.0025   

Benzo 3, 4 fluoranthene ug/l 8 0.00170.0017   

Benzo 11,12 fluoranthene ug/l 8 0.0020.002   

Indeno 1,2,3-CD pyrene ug/l 8 0.00380.0038   

*Total PAH ug/l 8 0.000.000 0.20 100.00

Trihalomethanes :

Trichloromethane ug/l 8 51.0035.50   

Dichlorobromomethane ug/l 8 14.0011.05   

Tribromomethane ug/l 8 0.320.2325   

Dibromochloromethane ug/l 8 3.603.0375   

*Total trihalomethanes ug/l 8 68.6049.588 100.00 100.00

Total Organic Carbon mg/l 8 1.701.4375   

Colony Count (2 days, 37 C ) Number per ml 19 10.000.7368   

CHLORINE FREE (MGL) mg/l 86 0.870.443   

Total chlorine mg/l 86 1.000.5248   

Colony Count (3 days,22 C ) Number per ml 19 7.000.4737   

Trihalomethanes ug/l 8 69.0049.50   

Total Samples Taken 94

Notes:

* When calculating these parameters in this report any result which is 'less than' the limit of analytical detection is treated as 

zero.

Date 24/01/2018

Where the final column contains the letters RE this indicates that an Authorisation to exceed the statutory limit has been 

granted.

Where the final column contains the letters UN this indicates that an Undertaking has been given by Dwr Cymru to carry out 

improvement work.
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